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CODED NOTES:

REFER TO POWER DISTRIBUTION ONE-LINE DIAGRAM FOR ADDITIONAL WORK IN EXISTING
SWITCHBOARD USS—EC3.

REFER TO POWER DISTRIBUTION ONE-LINE DIAGRAM FOR ADDITIONAL WORK IN EXISTING
PANELBOARD DPE2.

ROUTE CONDUITS TO CHILLERS, PUMPS AND FLUID COOLERS THROUGH EXISTING

CHILLER/PUMP ROOM.

PROVIDE NEW SURFACE MOUNTED STEEL RACEWAY (WIREMOLD #G4000 SERIES OR SIMILAR)
WITH (2) CHANNELS (TOP — POWER, BOTTOM — VOICE/DATA) WITH DIVIDER, MOUNTED 9"
ABOVE NEW WORKSTATION DESKS. PROVIDE OUTLETS AS DESIGNATED ON DRAWING AND ALL

COMPONENTS (ELBOWS, COUPLINGS, ENDCAPS, ETC.) NECESSARY FOR A COMPLETE
INSTALLATION.
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EXISTING PANEL "2EM2”
SCHEDULE.

100A, 208/120V—-3¢—4W. PROVIDE UPDATED TYPED PANELBOARD

EXISTING TELECOM BOARD "TB”, INCLUDING THE FOLLOWING TERMINATION BOARDS:
A. EXISTING (300) PAIR, 110 BLOCK FOR TERMINATION OF VOICE OUTLET CABLES.
B. EXISTING (48) PORT CATS5E PATCH PANEL FOR TERMINATION OF DATA OUTLET CABLES.
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NEW POWER DISTRIBUTION PANEL "DPE3”"; 800A, 480/277V—3¢—4W. MOUNT 'DPE3’ ON
STRUT CHANNEL SUPPORT INDEPENDENT OF FUTURE WALL ADJACENT TO 'DPE4’. REFER TO
POWER DISTRIBUTION ONE-LINE DIAGRAM AND PANEL SCHEDULES ON SUBSEQUENT DRAWINGS
FOR ADDITIONAL REQUIREMENTS.
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